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FUEL TANK FOUNDATION PLAN
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OUTLINE OF THICKENED MAT

FIXED PIPE BOLLARD (TYP 14 PLCS)

CONCRETE FOUNDATION
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EXISTING ABOVEGROUND

STORAGE TANK

ON CONCRETE PAD

EXISTING FIRE

EXTINGUISHER

EXISTING CARD

READER

EXISTING LIGHT POLE

EXISTING CURB AND GUTTER

REMOVABLE BOLLARD (TYP 5 PLCS)
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APPROVED SUBGRADE

6.0"

14" MIN. CRUSHED

AGGREGATE BASE

COURSE (3/4" MINUS)

4000 PSI CONCRETE

REINFORCED W/

#4 @ 16" O.C.

3.0"

2

C3

CONCRETE PAVING

NTS

14.0"

SEPARATION SUBGRADE

GEO-TEXTILE MATERIAL SHALL

MEET THE CRITERIA SET FORTH

IN ODOT SPECIFICATION

SECTION 02320

NEW CONCRETE PAVING

NEW CONCRETE PAVING

PHASE TWO / BID DEDUCT ITEM#2

NEW ASPHALT PAVING

SEE SHEET C2

PHASE TWO / BID DEDUCT ITEM#2

NEW ASPHALT PAVING

SEE SHEET C2
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REMOVABLE BOLLARD

NTS

 8" Ø SOLID TOP

FIELD  PAINT

BOLLARD .322" WALL

SLEEVE 0.365" WALL

EMBED IN CONCRETE

STUDS

4000 PSI CONCRETE

0.67'
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FIXED PIPE BOLLARD

NTS

0.67'

4000 PSI CONCRETE

 8" Ø SOLID TOP

FIELD  PAINT

BOLLARD .322" WALL

WELDED STEEL HANDLE

3/8" SOLID STEEL ROD

(REMOVABLE BOLLARD

ONLY, TYP 2)

0.50' MIN.

0.50' MIN.

NOTE: SEE SHEET C5

FOR STRUCTURAL

FOUNDATION DETAILS.

wm

bp

bt

ng

ss

sd

LEGEND

EXISTING BURIED POWER

EXISTING BURIED TELEPHONE

EXISTING NATURAL GAS

EXISTING SANITARY SEWER

EXISTING STORMED DRAIN

EXISTING WATER MAIN

NEW SITE LIGHTING

NEW REMOVABLE BOLLARD

NEW STANDARD BOLLARD

NEW SECURITY CAMERA

UG

NEW BURIED  DATA/COMM/VIDEO

BP

NEW BURIED POWER

PROPOSED CONCRETE

PROPOSED LANDSCAPE RESTORATION

PROPOSED SLOPE

0.5%

MATCH EXISTING GRADE

TOP OF CONCRETE ELEVATION

MEG

TC

TA

FL

TOP OF ASPHALT ELEVATION

FLOW LINE ELEVATION

PROPOSED ASPHALT

COMPACTION NOTE:  COMPACT EACH LAYER (SUBGRADE, BASE & SUBBASE)

TO NOT LESS THAN 95 PERCENT OF THE MAXIMUM DENSITY DETERMINED IN

ACCORDANCE WITH THE FOLLOWING TEST METHOD AASHTO T99 METHOD A.

LANDSCAPE AREAS TO NOT LESS THAN 90 PERCENT OF THE MAXIMUM DENSITY

DETERMINED IN ACCORDANCE WITH THE FOLLOWING TEST METHOD AASHTO

T99 METHOD A.

PROPOSED EXPANSION JOINT

PROPOSED CONSTRUCTION JOINT

PROPOSED CONTRACTION JOINT


